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1. Apkures sistémas magistrales aprikot ar kustigajiem un nekustigajiem balstiem, atbilsto3i izvél&tajam caurulvadu — Riga, LV-1006 Blaumaﬂa iela 56A, Gulbene, Gulbenes novads, LV-4401
materialam, traséjumam un &kas konstrukcijam. Obiekt Raséi
) o o : aséjums & 5i
2. Skérsojot sienas un parsegumus, caurules izolét ar siltuma izolaciju un ievietot ¢aulas. Jexts ) Merogs Rasgjuma Nr.
3. Raséjumos attélotie turpgaitas un atpakalgaitas caurulvadi nosaciti attalinati no sienas. _ . ~ _. - . _— . . - -
) P9 patad . Daudzdzivoklu dzivojamas majas fasades vienkarSota atjaunoSana, Apkure. Aksonometriska shéma.

4. Par +0,000 atzimi pienemta 1. stava gridas [Tmena atzime. Apkures sistému augstuma atzimes dotas Iidz

caurulvada centra. Apkures caurulvadu augstuma atzimes precizét montazas laika. Skolas iela 5k-7, Gulbene 1:100 AVK-A_8
5. Apkures sistémas augstakos punktos uzstadtt automatiskos atgaisotajus, sisttmas zemakajos punktos paredzét
iztukSosanas ventjus. Buvprojekta dalas vaditajs Izstradatajs Pasut. Nr. Arhiva Nr. Stadija Marka Datums Lapa/Lapas

6. Caurulvadus izbavét ar kritumu 0.002 mm/m uz iztuk§o$anas ventilu pusi.

7. Apkures sistéma izmantot Kan-therm Pertal apkures sistému Gdens caurules ar aluminija slani. ] )
8. Siltumneséja parametri apkures sitéma turpgaita/ atgaita 80/ 60 °C. |.Bite A.Branders Nr.GES/1.32/L1G/24/23 plans.dwg PR AVK-A 30.11.2024 8/10




	Sheets and Views
	Model


